Unique airflow visualization techniques for the design and validation of above-plenum data center CFD models by Lloyd, Michael David, S.M. Massachusetts Institute of Technology
Unique Airflow Visualization Techniques for the Design and
Validation of Above-Plenum Data Center CFD Models
by
Michael David Lloyd
B.S. Mechanical Engineering
Virginia Military Institute, 2007
Submitted to the Department of Architecture in partial fulfillment of the
degree of
Master of Science in Building Technology
at the
Massachusetts Institute of Technology
June 2010
ARCHNES
requirements for the
C Massachusetts Institute of Technology 2010. All rights reserved.
A u th o r ............................................................................................................................... .....
Department of Architecture
May 10, 2010
Certified by ............................................................ Leon R. Glicksman
Professor of Building Technology and Mechanical Engineering
Thesis Supervisor
% "-
A ccep ted by ..........................................................
Julian Beinart
Professor of Architecture
Chair of the Department Committee on Graduate Students
Unique Airflow Visualization Techniques for the Design and
Validation of Above-Plenum Data Center CFD Models
by
Michael David Lloyd
Submitted to the Department of Architecture
on May 10, 2010, in partial fulfillment of the
requirements for the degree of
Master of Science in Building Technology
Abstract
One cause for the substantial amount of energy used for data center cooling is poor airflow effects
such as hot-aisle to cold-aisle air recirculation. To correct these and to investigate innovative designs
that will notably increase efficiency requires a robust, well-verified computational fluid dynamics
(CFD) model. Most above-plenum data center CFD models are only validated using temperature
data. Although a temperature-only validation method can be useful, it does not confirm that the
airflow patterns predicted by the CFD model are accurate. Since the airflow patterns above a raised-
floor plenum should be confidently understood before they can be optimized, it is necessary to
adopt a validation method that offers more than just a comparison of temperature data.
This thesis summarizes the unique validation process of a CFD model for a small data center test
cell located in Cambridge, Massachusetts. The validation method features point velocity and
temperature measurements and the use of small neutrally-buoyant bubbles to visualize the airflow
patterns above a raised-floor plenum.
The data center test cell was designed to emulate a standard hot-aisle and cold-aisle airflow
configuration. The airflow visualization revealed that each perforated tile had a substantial non-
uniform air velocity distribution leading to an unexpected three-dimensional flow pattern above the
racks. When this surprising reality was properly accounted for in the CFD boundary conditions,
good agreement was found with the observed airflow patterns. It is the purpose of this thesis to
show the difficulties and value of utilizing more robust validation techniques for data center CFD
models.
Thesis Supervisor: Leon R. Glicksman
Title: Professor of Building Technology and Mechanical Engineering
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Chapter 1: Introduction
1.1 Introduction to Energy Issues
In general, the world is careless with how it generates and uses energy. This carelessness has created
numerous issues that are slowly moving from futuristic concerns to present emergencies. Ideally,
people should voluntarily and thoughtfully make decisions now, instead of having to forcefully and
impulsively make decisions later, about how to best deal with these energy issues.
There are a few primary energy issues that must be dealt with. First, over 90 percent of the
energy currently generated in the United States has an environmentally detrimental by-product
associated with its production (1). The generation of energy from oil, coal or natural gas (fossil fuels)
emits carbon dioxide into the atmosphere, which is the primary culprit for global warming.
Furthermore, nuclear power plants create radioactive waste, which requires special handling and a
long-term quarantine.
In addition, fossil fuels are non-renewable resources and currently used in the generation of over
80 percent of the energy consumed in United States (1). The estimated number of years left for each
fossil fuel is calculated by taking the ratio of known reserves to current consumption. It is currently
estimated that that for oil, natural gas and coal there are 43, 60 and 137 years left, respectively (2).
The years are numbered for these non-renewable energy sources and a shift to renewable energy
sources must be made.
Last, national security can be compromised because about 30 percent of the energy used in the
United States is imported from other countries (1). Oil accounts for 83 percent of the energy
imported to the United States and 97 percent of the energy used for the transportation sector (1).
Therefore, if a foreign government, which supplies the United States with oil, decides to stop
exporting their oil, the nation's transportation system could be crippled and the country would be
more vulnerable in the event of a military attack.
In order to most effectively deal with the energy issues at hand, society must improve both the
supply and demand sides of the energy value chain displayed in Figure 1-1.
Figure 1-1: 2008 U.S. energy value chain in quadrillion BTUs. Source (1)
The supply side (how energy is generated) should move towards producing clean energy with
local and renewable sources. The demand side (how much energy is required) should move towards
demanding less energy through more efficient use.
1.2 Energy Use in Buildings
There are three main sectors that consume energy: buildings, transportation and industrial. As
shown in Figure 1-2, buildings account for 41 percent, industrial accounts for 31 percent and
transportation accounts for 28 percent of the energy consumed in the United States in 2008.
Therefore, buildings are the largest energy consumer in the nation and prime targets for energy
efficiency improvements.
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Figure 1-2: 2008 U.S. primary energy consumption by sector. Source (1)
1.3 Energy Use in Data Centers
A data center is a building or room dedicated to the continuous operation of computer servers. One
report claims that data centers can consume up to 100 times the amount of energy per square foot
than a typical office building (3). Unsurprisingly, the required amount of energy to operate data
centers is enormous.
A 2007 EPA study estimates that data centers in the United States account for 1.5% of the
nation's annual electricity consumption (4). If no action is taken to improve the energy efficiency of
data centers, this amount will continue to increase as the number of servers in the United States is
growing by about 10 percent each year (5).
A metric widely used to examine the efficiency of data centers is the power usage effectiveness
(PUE) ratio which is the total power consumed by the facility divided by the power consumed by
the servers (6). The cooling system, uninterruptible power supplies, lighting and miscellaneous loads
use the power that is not being consumed by the servers. This metric is slightly misleading though
because a small percentage (estimated to be at most 10 percent (3)) of the power consumed by the
servers is used to run the server fans, which are used for cooling the server. Regardless, the PUE
ratio is still a useful measure for the energy efficiency of a data center.
m Transportation
w Buildings
a Industrial
Total Facility Power
IT Equipment Power
Lawrence Berkeley National Laboratory (LBNL) initiated a benchmarking study of 22 data
centers in 2001 (3). The average power allocation for the benchmarked data centers is shown in
Figure 1-3.
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H Lighting
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Figure 1-3: Typical data center energy end-use breakdown (PUE 2.15). Source (3)
Figure 1-3 yields a PUE of about 2.15 and shows that a typical data center uses about 30 percent
of its total energy for cooling. Of the data centers benchmarked in the LBNL study, the PUE range
was from 1.5 to 3, which equates to a cooling energy percentage range from 11 percent to 44
percent (3). The large range of cooling energy efficiencies hints that cooling might be a great target
for improving the energy efficiency of a data center.
1.4 Conventional Data Center Cooling
Most data centers are air-cooled and have their servers arranged in opposite-facing rows creating hot
aisles and cold aisles. This hot aisle and cold aisle cooling approach is the most popular cooling
airflow configuration and will be called the conventional system for the remained of this thesis. In
the conventional system examined by this thesis, air is conditioned by a computer-room-air-
conditioning (CRAC) unit and discharged into a raised floor plenum for distribution. Then, air exits
the plenum through perforated tiles into the cold aisle. Server fans then draw the air from the cold
aisle through the servers to remove the generated heat. After the air is discharged into the hot aisle,
it is pulled back to the CRAC unit to begin the cycle again. Figure 1-4 shows a cross-sectional view
of this system.
Hot Aisle Hot Aisle
Cold Aisle
Return
CRAC
Supply
c- supply air from CRAG to the cold aisle
os* distribution from cold aisle through racks
mwy hot exhaust air return to CRAC units
Figure 1-4: Conventional data center airflow configuration. Source (7)
1.5 Conventional System Issues
The conventional system was designed in 1992 when the average power density of a rack (a rack is
an open cabinet where servers are mounted) was about 1 kW (8; 3). Today, some racks consume
over 30 kW (9). The conventional cooling system, though, is inherently the same despite the rapid
increase in rack power densities. This has created a number of issues that researchers are currently
working to understand and resolve.
Many data centers were designed for 15-20 years of use (10), but servers tend to become
outdated every two years as noted by Moore's law. Cooling demand increases when servers are
upgraded and eventually the cooling systems will be unable to meet the new cooling demand unless
the system is upgraded or improvements are made to the airflow.
It is widely accepted that good airflow management is one of the best ways to increase the
cooling efficiency of a data center. If designed properly, the conventional system can be efficient;
however, this requires that some of the different system components be optimized and that some
issues be avoided (11). The following list, for example, gives some ideas of the different parameters
that can cause inefficiencies:
* Optimize the placement of raised-floor air discharge tiles
* Optimize the pressure in raised-floor plenum
* Optimize the location of CRAC units
* Avoid recirculation of heated air over the top or around server racks
* Avoid short-circuiting of cooled air back to CRAC units
* Avoid an inadequate ceiling height or undersized raised-floor plenum
* Avoid air blockages in the raised-floor plenum
* Avoid openings in racks that allow air bypass from hot aisles to cold aisles
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Figure 1-5: Conventional airflow configuration inefficiencies. Source (12)
ASHRAE (3), Schmidt and Iyengar (13), Greenberg et al (11) and many others have examined
the system-inherent sources of inefficiencies and developed best practices to optimize airflow
patterns. Airflow patterns are optimized when the supply air is directly used for cooling the servers
and not short-circuited back to the CRAC unit or re-circulated from the hot aisle into the cold aisle.
Many data center researchers and operators have used computational fluid dynamics to help
them understand and optimize the airflow patterns of data centers.
1.6 Computational Fluid Dynamics in Data Centers
Computational fluid dynamics (CFD) is a computational technology that can be used to study the
dynamics of fluid flow and heat transfer.
The first published results of data center airflow modeling using CFD appeared in 2000 (9).
Since then, CFD models have frequently been used in data center cooling analyses because the
airflow in a data center is not always intuitive and tends to be highly complex (14). Data center
designers and operators can extract useful information from CFD models that can be used to
optimize the airflow patterns of a data center.
However, there are some concerns about the accuracy of CFD models because the results are
highly dependent on the user-inputted boundary conditions, the chosen turbulence model, definition
of convergence and the level of detail in the model. Because of these concerns, it is important to
validate the results of a model with experimental data.
The validation of CFD models can be an arduous process because of the complexities in
acquiring quality data from a data center environment. Because of the complex airflow patterns and
difficulty in obtaining useful velocity measurements, above-plenum CFD models are typically just
validated using point-wise temperature data. This is a limited approach to validation, though,
because it does not confirm that the airflow patterns (which ultimately determine the air
temperatures) are correct in the CFD model.
1.7 Literature Review
Data center designers and operators frequently use CFD models to understand the airflow
patterns and temperature distribution in data centers. The quality of the data obtained from CFD
models is questionable, though, if the model has not been validated with experimental data. In
general, there is a lack of literature on the comparisons between experimental data and CFD model
predictions (15). Some papers have been published that do compare experimental data with CFD
models and those papers are summarized in Table 1-1.
Reference Year Published Space Modeled Validation Metric
(16) 2009 Above Plenum Temperatures
(15) 2007 Above Plenum Temperatures
(17) 2008 Above Plenum Temperatures
(18) 2009 Above Plenum Temperatures
(19) 2001 Above Plenum Temperatures*
(20) 2006 Above Plenum Temperatures
(21) 2007 Above Plenum Temperatures
(22) 2007 Above Plenum Temperatures
(23) 2004 Plenum Tile Flow Rates
(24) 2001 Plenum Tile Flow Rates
(25) 2003 Plenum Tile Flow Rates
(26) 2005 Plenum Tile Flow Rates
(27) 2007 All Tile Flow Rates
Table 1-1: Summary of published validation papers
As seen in Table 1-1, there are two metrics that researchers have used to validate CFD models:
temperatures and tile flow rates. In general, the above-plenum CFD models used temperatures for
validation. Conversely, the plenum-only CFD models used tile flow rate measurements for
validation. Since this thesis is only concerned with the airflow patterns above the plenum, the
plenum-only studies will be ignored. Only one paper, (19), validated a CFD model beyond the
normal metrics previously listed.
Patel et al. (19) published a seminal paper on data center CFD validation in 2001. It examined a
prototype data center and compared experimental results with a CFD model. The prototype data
center, though, had a non-conventional cooling system. The system featured a modular overhead
unit that collected air from the hot aisle, conditioned the air using a heat exchanger and then
released the air into the cold aisle (see Figure 1-6).
Heat Exchanger (Detail A)
Cool Fluid Hot Aisle Cold Aisle
-......... Hot Fluid Cooling Coil
Fan
Unit -. Coolant, Te..ut
Coolant, Tea
A (Chilled water)
Cool Air, Tk,.t Hot Air. Ti.
Detail A. Heat Exchanger Block Diagram
Figure 1-6: Overhead cooling system schematic. Source (19)
Patel et al. validated their CFD model using both temperature and velocity measurements.
Temperature data were collected at various locations and the CFD model predictions had an average
error from 7 to 12 percent in the temperature readings in Celsius. In addition, velocity
measurements were used to confirm the existence of stagnation regions noticed from the CFD
results. However, only five point velocity measurements were used to confirm the existence of the
stagnation regions around the racks labeled A6 and C1. The CFD velocity map with actual velocity
measurements can be seen in Figure 1-7.
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Figure 1-7: CFD velocity map and validation velocities. Source (19)
The work of Patel et al. in this paper was much needed and appreciated by the data center CFD
research community; however, the study is limited because of a few reasons. One, the paper was
published in 2001 and there have been many technological advances since its release in both the data
center cooling systems and the capabilities of CFD software. Two, it examined a non-conventional
cooling system which provides no insight for understanding the airflow patterns of a conventional
system. And, finally, although it did confirm stagnation regions using velocity measurements,
velocity validation was not a primary metric for the overall validation of the model.
There are a number of published papers (18)(16) (15) (17) which have utilized experimental data
collected from a data center test cell located at IBM in Poughkeepsie, New York to validate CFD
models. The data center test cell has a floor area of 900 square feet and was designed to emulate a
conventional cooling system; however, the layout is impractical because it does not feature cold-
aisles and hot-aisles, but one rack in an open room (see Figure 1-8). Furthermore, the CFD models
i
were validated using temperature data, which does not confirm the accuracy of the airflow patterns
predicted by the CFD models.
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Figure 1-8: Data center test cell layout at IBM in Poughkeepsie, NY. Source (16)
For the IBM data center test cell, Cruz et al. (16) found the experimental uncertainty of their
temperature readings to be about 1.8 degrees C when compared to their CFD model. Iyengar et al.
(15) showed that their CFD results seemed to over-predict the hot and cold spots and under-predict
the mixing between the hot and cold air streams relative to measurements. Their study resulted in an
average absolute difference of 3 degrees C, and found the highest average absolute temperature
difference in the region to be behind the rack. Zhang et al. (17) examined the effect that server detail
has on the CFD model, airflow leakage models, and turbulence models. The increased detail in the
simulated servers was found to provide no additional accuracy to the model, and the various airflow
leakage models and additional turbulence models only produced a modest impact on the
temperature differences. Lastly, Cruz et al. (18) compared three cooling airflow configurations to a
CFD model and yielded an overall root-mean-square difference of 3.5 degrees C with a standard
deviation of 2.0 degrees C. For these studies, the approximate temperature difference between the
inlet and outlet of the servers was about 10 degrees C.
Overall, the studies that utilized the IBM data center test cell in Poughkeepsie showed good
agreement between the experimental and CFD temperature data. However, these studies are limited
because the data center layout is impractical when compared to most data center airflow
configurations and there was no validation of the airflow patterns, just the temperature distribution.
Shrivastava et al. (20) compared a CFD model to experimental data for a 130-rack conventional
cooling system data center that had a floor area of 7,400 square feet, and found a mean absolute
inlet air temperature error of 4.0 degrees C with a standard deviation of 3.3 degrees C (see Figure
1-9). An excellent agreement was observed in the regions of moderate rack powers and for the racks
located near the CRAC units and along the aisles. The greatest differences occurred in the region of
high density suggesting a need for more careful and detailed collection of data for such regions and
perhaps a more detailed CFD model. Like the IBM data center test cell studies, this paper just
validated the temperature distribution and not the airflow patterns.
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Figure 1-9: Overall validation summary graph from paper (20)
Schmidt et al. (21) compared the results of a data center CFD model to experimental
temperature data for one of the fastest supercomputers in the world. The model did a reasonable job
predicting the general trends in the IT equipment inlet air temperatures, but there were some large
discrepancies between the measured and predicted values. A summary of the comparison is shown
in Table 1-2.
Ave Region Ave
Air Flowrate Rack Region
from Raised Rack Air Measured Rack CFD
Region Power(kW) Floor(cfm) Flowrate(cfm) Delta T(C) Delta T(C)
1 335.6 24384 40740 15.6 11.0
2 388.0 28733 50800 20.0 14.8
3 371.8 23849 40339 17.5 19.4
4 420.6 20881 52688 24.1 25.1
5 359.9 25875 55040 10.8 14.0
6 419.3 26615 47520 15.4 13.5
7 392.8 20802 51150 22.5 31.9
Table 1-2: Summary of CFD results compared to measured data for paper (21)
The comparisons shown in Table 1-2 highlight some of the potential issues that are occasionally
present in data centers. The total air flow rate supplied by the raised-floor plenum was insufficient to
meet the demand of the racks, which mandated recirculation and lowered the efficiency of the data
center. Also, this paper just validated the temperature distribution in the space and not the airflow
patterns.
The published research on the validation of above-plenum CFD models is limited because they
only validated the temperature distributions of the data center and not the airflow patterns.
Temperatures are important, as the ASHRAE standards are based on them (3), but the airflow
patterns in the space determine the temperatures. Without an understanding of the airflow patterns,
it is difficult to improve the airflow patterns.
1.8 Motivation and Outline of Thesis
There are great opportunities to increase the cooling energy efficiency of data centers. One of the
primary ways to do this is to optimize the airflow patterns in the data center. In order to optimize
the airflow patterns in a data center, though, the airflow patterns must be accurately understood.
The current validation process for above-plenum data center CFD models does not confirm that the
airflow patterns are accurate; it only confirms that the temperature distribution is accurate. As a
result, the validation process must be improved. Therefore, the purpose of this thesis is to introduce
unique data center validation techniques for the verification of airflow patterns in above-plenum
CFD models.
The validation techniques utilize both qualitative and quantitative data. Qualitative data was
acquired by the tracking and visualization of small, neutrally-buoyant bubbles in the airflow paths,
and quantitative data (temperature and airspeed measurements) were collected using a hot-wire
anemometer. To the author's knowledge, these techniques have never been used to validate a data
center CFD model.
Chapter 2 explains the setup of the experimental space. Chapter 3 explains the setup of the CFD
model. Chapter 4 shows the experimental data. Chapter 5 compares the CFD models with the
experimental data. And, Chapter 6 contains the summary, conclusions and recommendations for
future work.
Chapter 2: Setup of the Experimental Space
2.1 Introduction
A full-size, controlled experiment in an operating data center was constructed in order to gain a
better understanding of the airflow patterns in a data center and to validate the CFD model. Both
quantitative and qualitative analyses were performed to achieve these goals.
The MIT Laboratory for Nuclear Science (LNS) operated a small data center in the basement of
Building 24 at MIT. This data center was located in room 24-032b, and some space in the room was
borrowed from the LNS for this experiment.
2.2 Details of Room 24-032b
The room was 688 square feet. It had a 6-inch raised-floor plenum and a ceiling height of 114 inches
(9.5 feet). The raised-floor plenum did not have any notable airflow obstructions. The room
dimensions, tile layout and the approximate location of the operating computing equipment are
shown in Figure 2-1.
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utilized a non-ducted return air strategy that pulled air into the top of the unit.
CRAC #2 was ignored in this experiment because it did not influence the airflow patterns of the
experimental space. To ensure that none of the air supplied by CRAC #2 influenced the air patterns
in the experimental space, an air deflector was installed to divert its supply air away from the
experimental space as seen in Figure 2-3.
Figure 2-2: CRAC #1 supplied air into the raised-floor plenum.
Figure 2-3: CRAC #2, which supplied air directly into the room, was ignored.
2.3 Details of the Experimental Space
A space within room 24-032b was isolated for the experiment. This space (shown in Figure 2-4) was
specifically designed to emulate a conventional cooling system as seen in Figure 2-5.
Figure 2-4: Experimental space
r~z> supply air from CRAC to the cold aisle
tsp distribution from cold aisle through racks
am hot exhaust air return to CRAC units
Figure 2-5: Simple conventional cooling airflow design
Figure 2-6 shows a plan-view of where the experimental space was setup in the room and how
the racks were oriented. The tiles were the standard size (2 ft by 2 ft). The bolded lines represent
where the partitions (designated in Figure 2-6 as P1, P2 and P3) were placed.
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Perforated
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Figure 2-6: Plan-view of the experimental space
Perforated tiles emitted air into the experimental space. Each perforated tile had 2,842 holes and
each hole had a diameter of 0.236 inches (see Figure 2-7). Therefore, the open area of each tile was
21.6 percent. However, there were structural support pieces on the back of the tiles which further
reduced the actual open area to about 15 percent (see Figure 2-8).
Figure 2-7: Top of a perforated tile
Pigure Z-6: bottom ot a pertorated tile
Air was exhausted from the experimental space through two openings in partition P2 as seen in
Figure 2-12. A window screen was put in the exhaust openings to prevent bubbles (used in the
qualitative analysis) from leaving the experimental space.
The space was carefully sealed to prevent air from taking unwanted paths. For example, the
partitions were placed directly adjacent to the racks to prevent airflow from going around the sides
of the racks. Also, unused servers were left in the racks and their airflow openings were covered
with tape, which essentially turned them into blanking panels.
The experimental space was isolated using stud-framed walls and carefully sealed. The partitions
were specifically designed to allow for easy and accurate measurements and observations. The
material for each section of the partitions was selected for a specific purpose. Table 2-3 explains the
different materials that were used for the partitions and why they were chosen. All of the materials
chosen, except for the window screen, were air-impermeable.
# Material Purpose / Comments
1 Opaque canvas, with luggage zippers To allow entry for instruments
2 Opaque felt roofing paper No visibility needed
3 Clear, hard plastic (Plexiglas) High visibility needed
4 Clear plastic shower curtain Moderate visibility needed
5 Window screen To keep bubbles from leaving the space, exhaust
6 Opaque canvas, with hook and loop fasteners Used to enter the hot-aisle and cold-aisle
Table 2-3: Partition wall-section materials
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Figure 2-10: Actual picture - P1
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Figure 2-13: Design drawing - P3
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2.4 Details of Experimental Computing Equipment
Twenty servers were used for this experiment-ten in each rack. The racks were standard
Electronics Industry Association (EIA) enclosures that were 78 inches high, 24 inches wide and 30
inches deep. A standard 78-inch rack has an available height of 40U, where a U is 1.75 inches.
The experiment used VA Linux Systems servers, and each server had a height of 2U or 3.5
inches. Furthermore, each server had five 2.36-inch 12V DC axial computer fans (see Figure 2-15).
The fans were manufactured by the ADDA Corporation (28) and had a model number AD0612HB-
A70GL. Three fans were located across the front face of the server as seen in Figure 2-17. The other
two fans (which are the same fan model as the other three) were located on the inlet and outlet of
the server's power supply. The back view of the server (Figure 2-18) shows the outlet fan of the
power supply, and the interior view (Figure 2-20) shows the inlet fan of the power supply. The
performance curve for the fans is shown in Figure 2-16.
Figure 2-15: Picture of fan
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Figure 2-16: Fan performance curve. Source (28)
The front of each server (Figure 2-17) had 276 holes, and each hole had a diameter of 0.157
inches. Therefore, the total open area for the front of each server was 5.38 in^2. The back of each
server (Figure 2-18) had 225 holes, and the area of the fan-opening was 3.29 in^2. Therefore, the
total open area for the back of each server was 7.67 in^2.
Figure 2-17: Front-view of a server
Figure 2-18: Back-view of a server
Figure z-1IV: 1icture ot server
Figure 2-20: Interior plan-view picture of a server
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Figure 2-21: Interior plan-view of a server with component placement
and the approximate direction of airflow
Chapter 3: Setup of the CFD Model
3.1 Introduction
For this thesis, a computational fluid dynamics (CFD) model of the experimental space was created
to better understand the airflow patterns for a conventional data center cooling system. This chapter
describes the setup of the CFD model.
Computational fluid dynamics is an engineering tool that is used to predict fluid flow and heat
transfer phenomena by solving the mathematical equations that govern these processes using a
numerical algorithm on a computer.
A CFD model was created and the results were compared with experimental data. The creation
of a CFD model follows a basic procedure: pre-process, process and post-process. During the pre-
processing stage, the geometry is created. The geometry defines the physical bounds of the model.
The geometry is then divided into discrete cells, which is called the mesh. After the mesh is created,
the equations that model flow are selected and the boundary conditions are defined. Boundary
conditions specify the fluid behavior and properties at the boundaries of the model. After the
boundary conditions are set, the model is processed by iteratively solving the chosen equations.
Finally, a post-processor is used for the analysis and visualization of the resulting solution.
Amemiya et al. (22) published a flow chart that describes a procedure that can be used to create
a data center CFD model. A similar procedure, shown in Figure 3-1, was used for the creation of
this model.
Design and build the data
center test cell
Build the CFD geometry to
match the dimensions of the
data center test cell
Obtain necessary velocity,
temperature, pressure drop
measurements of data
center test cell
Apply boundary conditions
to the model using
experimental data
Validate the model I
No
Are the validation Yes Use the model for
results satisfactory? innovations and optimization
Figure 3-1: Flow chart for the creation of the CFD model
3.2 Software / Hardware
Three software programs were used in the creation of the CFD model. ANSYS Gambit 2.4.6 was
for pre-processing, ANSYS FLUENT 12.0.16 was used for processing, and both ANSYS FLUENT
12.0.16 and CEI Ensight CFD 2.0 were used for post-processing.
ANSYS Gambit 2.4.6 and ANSYS FLUENT 12.0.16 were chosen to create and process the
model because of their design options and flexibility. Data center specific CFD software programs
are limited because they force the user to modify the model using conventional system-inherent
options. Since ANSYS Gambit and FLUENT are generic CFD programs, which can be used to
solve any fluid flow scenario, they offer more flexibility for the user to be innovative.
The computer used was a Dell Precision T5400 computer with an Intel Xeon CPU E5430 @
2.66 GHz and 3.25 GB of RAM. Further, the computer utilized the Microsoft Windows XP
Professional x32 Edition operating system.
3.3 Geometry
The first step in creating a CFD model is to create the geometry of the space to be modeled. The
geometry defines the physical boundaries of the model. Since the airflow patterns above the raised-
floor plenum are the primary interest of this thesis, only the space above the raised-floor plenum
was modeled. The boundary conditions applied to this model are explained later in this chapter.
The geometry of the data center space was created using Gambit 2.4.6. An isometric view of the
final model is shown in Figure 3-2. The dimensions of the room, outlets, racks and servers in the
model were determined from the experimental space and equipment.
Figure 3-2: Isometric-view of the CFD model
3.3.1 Perforated Tile Geometry
If the entire face area of a perforated tile was modeled and assigned a uniform velocity, the flow
rate would be accurate, but neither the velocity distribution nor the initial momentum of the flow
would be properly modeled. To solve this dilemma, each perforated tile was modeled as sixteen
small square velocity inlet faces. This was done so that the supply air would have the correct initial
velocity distribution and flow rate. The area of each inlet was 5.52 in^2 and the total area for sixteen
smaller inlets was 86.4 in^2, which corresponds to the open area of one perforated tile.
Figure 3-3: Isometric-view of the air-velocity inlets in the CFD model
3.3.2 Server Geometry
The servers were modeled as open volumes, but each had five features: an inlet, a face to apply a
pressure drop, a face to apply a heat flux, faces to apply fan conditions and an outlet.
The server pressure drop was applied to a face inside the server (see Figure 3-4) to simulate the
pressure drop through the component-packed server. The server inlet area was 5.38 in^2, which
corresponds to the actual open area of the front of each server. Although most data center CFD
models assume a fixed flow rate for each server, this model simulated the fans by applying a fan
pressure-velocity relationship to five faces located along the back of the server (see Figure 3-4).
These fan faces were in series with the pressure drop face. The server outlet area was 7.67 in^2,
which corresponds to the actual open area of the back of each server. Furthermore, to simulate the
heat generated by the server components, a heat flux was applied to a face at the bottom of each
server as shown in Figure 3-4.
Figure 3-4: Isometric-view of a server in the CFD model
3.3.3 Outlet Geometry
The air exhaust outlet areas in the CFD model (see Figure 3-5) correspond to the air exhaust
outlet areas of the experimental space (see Figure 2-12).
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Figure 3 5 Isometric view of the air outlets in the CFD model
3.4 Mesh
In order to examine a geometry using computational fluid dynamics, the geometry must be meshed.
A mesh is a collection of points representing the flow field, where the equations of fluid motion and
heat transfer are calculated. In other words, a mesh is the result of breaking a larger volume
(geometry) into smaller volumes (cells).
ANSYS Gambit 2.4.6 was used to mesh the geometry. The final mesh size was deemed
appropriate because a model with a finer mesh produced similar results with no noteworthy change.
The final mesh had 1,261,263 tetrahedral cells and 260,279 nodes. Figure 3-6 shows a profile view of
the meshed model.
Figure 3-6: Profile-view of meshed model
3.5 Process
ANSYS FLUENT 12.0.16 was used to solve the model. The specific equations used to determine
the fluid flow and heat transfer were chosen and applied during this step. In order to solve these
equations, boundary conditions were also applied.
3.5.1 Equations
ANSYS FLUENT solves the conservation equations for mass and momentum for all flow
models. For models that involve heat transfer or turbulence, additional equations are also solved.
Conservation of Mass and Momentum Equations
The general form of the equation for conservation of mass, or continuity equation, can be written as
(29),
+ V - (pu) = 0 [3.1]
at
The equation for the conservation of momentum in an inertial (non-accelerating) reference
frame can be written as (29),
49 _V + V[3.2]
~(A +±V -(pV) (TpVi) +P9 +PF
where Pis the static pressure, Tis the stress tensor, and P9 and Fare the gravitational body force
and external body forces, respectively.
Turbulence Equations
A majority of the airflow in a data center is turbulent. The calculated Reynolds numbers in a data
center, even with conservative estimates for the velocities and characteristic dimensions, are
consistently greater than 10,000. Turbulent flows are characterized by fluctuating velocity fields.
These fluctuations mix transported quantities such as momentum and energy. Since these
fluctuations can be of small scale and high frequency, they are too computationally expensive to
simulate directly in practical engineering calculations. Instead, the instantaneous governing equations
can be manipulated to remove the resolution of small scales, resulting in a modified set of equations
that are computationally less intensive to solve. However, the modified equations contain additional
unknown variables, and turbulence models are needed to determine these variables in terms of
known quantities.
The standard k - E turbulence model was originally proposed by Launder and Spalding in 1974
(30). It is the most commonly used turbulence model for predicting fluid flow in data center CFD
models because of its robustness, economy, and reasonable accuracy for a wide range of turbulent
flows. It will be used to account for turbulence in this CFD model.
It is a semi-empirical model based on model transport equations for, k, the turbulence kinetic
energy and, E, its dissipation rate. In the derivation of the k - e turbulence model, the assumption is
that the flow is fully turbulent, and the effects of molecular viscosity are negligible. Furthermore, the
standard k- Emodel is only valid for fully turbulent flows. The turbulence kinetic energy, k, and its
rate of dissipation, e, are obtained from the following transport equations (29),
-(pk) + a(pkui)=--9 (4_ p + k Gk +G C o - +Sk [3.3]
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where Gkrepresents the generation of turbulence kinetic energy due to the mean velocity
gradients. GbLis the generation of turbulence kinetic energy due to buoyancy. YM represents the
contribution of the fluctuating dilatation in compressible turbulence to the overall dissipation rate.
Cl t, O2 , and Cle are constants and 1.44, 1.92 and 0.09, respectively. Ok and 0e are the
turbulent Prandtl numbers with default values of 1.0 and 1.3 for k and E, respectively. Ok and Se
are user-defined source terms. All of the constants and user-defined source terms were left as their
default values.
Energy Equation
The ultimate purpose of airflow in a data center is to transfer heat. Therefore, in order to
simulate heat transfer, the energy equation was turned on and written as (29),
(pE) + V - (6(pE + p)) = V - kegVT - hhjij + (efr -v) [3.5]
where kef is the effective conductivity ( t, where ktis the turbulent thermal
conductivity, defined according to the turbulence model being used), and Jis the diffusion flux of
species J.
3.5.2 Boundary Conditions
Boundary conditions specify the flow and thermal characteristics at the boundaries of a physical
model. They are critical component of a CFD model and it is important that they are specified
appropriately.
Five boundary conditions were applied to this model: inlet conditions, pressure jumps, heat
fluxes, fan equations and outlet conditions. In order to apply appropriate boundary conditions, data
were collected from the experimental space and used to specify the boundary conditions.
Velocity Inlet Boundary Condition
Velocity inlet boundary conditions were used to define the airflow velocity and temperature at
flow inlets. The air was released normal to the surface of the inlet faces. Each perforated tile was
modeled as sixteen small square velocity inlet faces. The area of each inlet was 5.52 in^2 and the
total area for sixteen smaller inlets was 86.4 in^2, which corresponds to the open area of one
perforated tile.
Velocity inlet data were collected from the experimental space using a hot-wire anemometer.
The hot-wire anemometer used was a DirectSense Air manufactured by GrayWolf Sensing
Solutions. It measured both the speed and temperature of the air. The airspeed readings had an
accuracy of ± 3% reading ± 0.015 m/s, and the temperature readings had an accuracy of ±1.1'C.
Figure 3-7: DirectSense Air hot-wire anemometer
Since the perforated tiles have 5,684 individual inlet holes, it would have been extremely difficult
and time-consuming to obtain an accurate airspeed reading at each hole. As a result, airspeed
readings were taken at different tile locations to best determine the tile velocity distribution. In
addition, airspeed readings were taken above the tiles and used to determine the proper inlet
velocities. The velocity inlets are the only boundary conditions that changed in the CFD models
examined by this thesis. Because of this, the velocity inlet boundary condition values will be
specifically explained in Chapter 5.
Figure 3-8: Velocity inlet boundary condition locations
Figure 3-9: Velocity inlet boundary condition labels
Figure 3-10: ANSYS FLUENT velocity inlet boundary condition screenshot
Pressure Jump Boundary Condition
This server pressure drop was applied to the CFD model as a porous jump boundary condition.
A porous jump condition is used to model a space that has known pressure-drop characteristics. It
assumes that there is a finite thickness, Am, over which the pressure change is defined as a
combination of Darcy's Law and an additional inertial loss term (29),
Ap= - (0V + C2 ) Am [3.6]
where Ais the laminar fluid viscosity, Clis the permeability of the medium, 02 is the pressure-
jump coefficient and V is the velocity normal to the porous face. The permeability of the medium,
1, the pressure-jump coefficient, C2 , and the thickness of the medium, Am, are user-inputted
terms (see Figure 3-11).
Figure 3-11: ANSYS FLUENT porous jump boundary condition screenshot
The face permeability term was ignored, by setting a to be le+10 m^2, and the porous
medium thickness was assumed to be 1 m. Therefore, the porous jump equation was simplified to,
1
Ap =-C 2 PV2  [3.7]2
where 02 was determined from an experiment. The experiment consisted of a large axial fan, a
server, a differential pressure transmitter, a hot-wire anemometer and some cardboard to direct
airflow.
Figure 3-12: Picture of U2 calculation experiment
The large axial fan was a standard floor fan. The server was the same server that was used in the
racks. The DirectSense Air hot-wire anemometer, which was used for the velocity inlet boundary
condition measurements, was also used for this experiment. The differential pressure manometer
was an Omega low differential pressure transmitter, model number PX291-002WDI (Figure 3-13).
A Campbell Scientific CR1000 acquired the data from the differential pressure transmitter (Figure
3-14).
Figure 3-13: Omega PX291-002WDI
Figure 3-14: Campbell Scientific CR1000
The large axial fan pulled air through the turned-off server. The differential pressure transmitter
was used to measure the pressure drop between the front and back of the server and the hot-wire
anemometer was used to determine the velocity of the air going through the server at the front face
inlet. Once the pressure drop and velocity were known, 2 could then be calculated. The density of
air was assumed to be 1.2 kg/m^3.
Scenario DeltaP (Pa) Velocity (m/s) C2 (1/m)
Fan Speedl, -1 StDev 11.08 0.65 44
Fan Speed1, Avg 11.08 0.80 29
Fan Speed1, +1 StDev 11.08 0.94 21
Fan Speed2, -1 StDev 16.02 0.72 52
Fan Speed2, Avg 16.02 0.89 34
Fan Speed2, +1 StDev 16.02 1.06 24
Fan Speed3, -1 StDev 20.66 0.85 48
Fan Speed3, Avg 20.66 1.14 26
Fan Speed3, +1 StDev 20.66 1.44 17
C2 30
Table 3-4: C2 calculation results
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Figure 3-15: AP vs. Velocity^2 graph of average values to show linear relationship
Heat Flux Boundary Condition
A power meter was used to determine how much heat each server at steady-state operation
generated. The power meter used was a Watt's Up Pro developed by Electronic Educational
Devices.
Figure 3-16: Watt's Up Pro power meter
As seen in Figure 3-17, steady-state operation was not achieved by the server until about five
minutes after it was turned on. Because of this, it was important to wait until the server had reached
steady-state before the server power was determined.
The averaged,
Figure 3-17: Watt's Up Pro output graph for Server 32
steady-state server power measurements in watts (W) are shown in Table 3-5.
Rack 1 Rack 2
Server 7 89 Server 16 96
Server 9 57 Server 28 62
Server 11 94 Server 29 90
Server 13 62 Server 32 60
Server 15 62 Server 35 91
Server 27 63 Server 37 62
Server 19 93 Server 39 63
Server 44 72 Server 41 63
Server 23 86 Server 43 94
Server 24 89 Server 45 91
TOTAL 767 W TOTAL 772 W
Table 3-5: Steady-state, averaged server power experimental measurements
Each server generated about 75 W of heat. The face that the heat flux was applied to in the CFD
model had a total area of 84 in^2. Therefore, the heat flux applied to the face was assumed to be
1400 W/m^2.
Fan Boundary Condition
The server fans were simulated using a fan boundary condition. For a fan boundary condition,
the pressure rise across the face it is applied to is specified as a function of the velocity through the
fan. The relationship used by ANSYS FLUENT in its generalized form can be written as (29),
N
Ap f "--" [3.8]
where AP is the pressure jump, Auare the pressure-jump polynomial coefficients, and V is the
magnitude of the local fluid velocity normal to the face the boundary condition is applied to.
The pressure-jump polynomial coefficients were determined by fitting a first-order polynomial
to the fan performance curve (Figure 3-18). The flow metric on the fan performance curve is given
as a flow rate. However, since the fan equation in FLUENT ANSYS calculates the pressure jump
using velocities, the x-axis was converted to velocities by dividing by the area of a fan (5.58 in^2).
After converting the units to pascals (Pa) and meters per second (m/s), the first-order
polynomial fit could be written as,
AP = -14.3v + 41.2 [3.9]
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Figure 3-18: Fan performance curve and linear fit. Source (28)
Figure 3-19: ANSYS FLUENT fan boundary condition screenshot
Outflow Boundary Condition
The outlets of the CFD model were simulated as outflow boundary conditions. ANSYS
FLUENT models outflow boundaries assuming a zero diffusion flux for all flow variables and an
overall mass balance correction (29). Outflow boundary conditions are used to simulate flow exits
where the details of the flow velocity and pressure are not known prior to solving the flow problem.
Figure 3-20: ANSYS FLUENT outflow boundary condition screenshot
Boundary Conditions Summary
Type Face Name Value(s)
Velocity Inlet inletla -> inlet2p (see Chapter 5)
Fan fan1 p(v) = 41.2 - 14.3v
Fan fan2 p(v) = 41.2 - 14.3v
Porous Jump serverpjl le+10 m^2; 1 m; 30 1/m
Porous Jump server-pj2 le+10 m^2; 1 m ; 30 1/m
Heat Flux heatflux1 1400 W/m^2
Heat Flux heatflux2 1400 W/m^2
Outflow outlet 1
Table 3-6: Summary of the CFD model boundary conditions
3.5.3 Convergence Details & Iteration Summary
The iterative solution is considered to be converged if the values of the equations are no longer
significantly changing. Convergence was determined to be when the solution residuals reached the
default values of less than 0.001 for the flow equations and less than 10^-7 for the energy equation.
The default convergence settings were left unchanged for all runs. The runs converged after about 2
hours and approximately 1,000 iterations.
3.6 Post-Processing
Post-processing is the act of analyzing the results of a CFD model using reports and graphical
analysis tools such as contour plots or animations. CEI Ensight CFD 2.0 and ANSYS FLUENT
12.0.16 were the software programs used for post-processing.
CEI Ensight CFD 2.0 was used to look at the CFD results using cut planes and streamlines.
ANSYS FLUENT 12.0.16 was used to look at the CFD results using data reports for points and
boundary condition faces.
Chapter 4: Experimental Results
4.1 Introduction
Experimental data were collected and compared to the results of the CFD model. This chapter
shows the data collected from the experimental space.
Bubble Generator
A Sage Action, Inc. Model 5 Bubble Generator was used to create the bubbles that visualized
the airflow patterns in the experimental space. It provided helium-filled, neutrally-buoyant bubbles
of uniform size (adjustable from 1/32" to 3/16"), which were capable of tracing intricate air
motions. The bubbles were photographed using a Nikon D300 Digital SLR Camera.
Figure 4-1: Sage Action, Inc. Model 5 Bubble Generator
4.1.1 Data Collection Zones
The airflow is turbulent in data centers. Because of unsteady flow patterns, there were some
regions that were impractical for useful velocity data collection. However, three regions were
determined to be viable zones for data collection; these zones are labeled in Figure 4-2. Zone 1 was
a region above the inlet tiles, Zone 2 was the region above the racks and Zone 3 was a region
between the edge of the inlet perforated tiles and the wall. These zones, along with temperature
measurements 2 inches from the inlets and outlets of some servers, were the primary focus of the
experimental data collection.
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Figure 4-2: Profile-view of data collection zones
4.2 Zone 1
Zone 1 was a region above the perforated tiles and is shown in Figure 4-2. The lower boundary
of the region was about 12 inches above the raised-floor to allow enough distance for the jet flow
from the perforated tile holes to merge and create bulk flow. The region did not extend to the
servers because the airflow in front of the servers was highly unsteady due to the axial fans at the
server faces. Furthermore, Zone 1 did not extend to the wall because of the unsteady flow (vortices)
observed in that region (Zone 3).
4.2.1 Qualitative Observations
Small, neutrally-buoyant bubbles were used to observe the airflow patterns in Zone 1. One of
the major benefits of using bubbles to initially observe the airflow patterns is that they can suggest
locations where a more in-depth airflow analysis should be performed. For example, it was quickly
observed that there was jet flow behavior in one region of the space as specified in Figure 4-3. A jet
flow region is a region with significantly higher velocities than its adjacent regions. This was noticed
because the bubbles seem to have higher velocities (approximately 1.3 meters per second) in this
region when compared to the velocities in other regions (approximately 0.6 meters per second).
Also, many bubbles seemed to be entrained into the jet flow region. Because of the high velocity,
most of the air in the jet flow region was not used to cool the servers; instead, most of the air went
past the servers and over the top of the racks.
Figure 4-3: Plan-view of inlet area jet flow region
This is admittedly strange behavior in a data center as it is widely accepted that the velocity of air
coming through a 25% rated open area perforated tile is uniform because of the large tile resistance.
However, this experimental observation challenges that assumption for this particular data center
space.
Although the exact cause of this strange airflow has not been confirmed, one possible cause can
be ruled out and another should be further explored. First, the plenum space under the perforated
tiles was completely clear of significant obstructions that might influence this non-uniform flow
through the tiles (see Figure 4-4). Second, the shallow, 6-inch plenum might create large pressure
variations in the plenum that could influence this strange flow behavior. Regardless, the focus of this
thesis is not to determine the cause of this anomaly, but to determine if the CFD model can
properly predict the airflow patterns in this specific experimental space.
Figure 4-4: Picture of the plenum space under the perforated tile in front of Rack 2
It was very difficult to take useful pictures of the bubbles in the experimental space. However,
some pictures were taken and these pictures were used to verify that the acquired quantitative data
were reasonable. This was accomplished by calculating the airspeed of specific bubbles using a
known shutter speed and the length of a bubble's streamline in a picture.
The camera was located outside of the experimental space and took profile pictures of the space,
looking in the positive z-direction (which runs parallel to the server faces from left to right). To
determine the approximate location in the z-direction of the bubbles in the pictures, a small depth of
field was desired. The depth of field is the portion of a space that is acceptably sharp in an image.
The depth of field was minimized to approximately 2 inches by setting the aperture, or f-number, to
as low as the camera would allow. The lens was focused such that the depth of field was on the
leading edge of the jet flow region; the depth of field is approximated in Figure 4-5. There were still
bubbles in the pictures that were not in the depth of field, but only the 'sharp' or focused bubble
streamlines were used to calculate velocities.
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Figure 4-5: Plan-view of the approximate depth of field
4.2.2 Quantitative Data
Velocity data in the y-direction (vertical) were collected in Zone 1 at three different levels as seen
in Figure 4-2. At each level, a traverse of data points was taken. The lowest level was 14 inches, the
middle level was 38 inches and the highest level was 66 inches above the floor. At the lowest level, a
traverse of 18 data points was taken. At the other two levels, a traverse of 8 data points was taken.
More data points were collected at 14 inches because that level was used to determine the proper
velocity inlet boundary conditions for the CFD model.
Observations and Data at 14 inches
Figure 4-6 shows the location of the data collection points at 14 inches above the raised-floor.
An 18-point traverse of data points was obtained at this level.
Figure 4-6: Plan-view of the 14-inch data collection point locations
At each data collection point, a hot-wire anemometer was used to obtain averaged y-velocity
readings every two seconds for five minutes. The results are shown in Figure 4-7. The mean
velocities are bolded, and the standard deviations of the averaged two-second readings are italicized;
both have units of meters per second.
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Figure 4-7: Overview of the 14-inch point velocities and standard deviations in m/s
The quantitative data shown in Figure 4-7 confirms the presence of the jet flow region centered
on data point 2f in Zone 1. The small standard deviations suggest that the mean velocities are a
good representation of the actual velocities at each location. Figure 4-8 is an example of the
instantaneous velocity with respect to time for a point near 2f.
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Figure 4-8: Velocity (m/s) vs. Time (s) line graph, at a location near point 2f
The following three figures are pictures of bubbles that have been entrained by the jet flow
region shown in Figure 4-3. A diagram in the upper right corner of each picture shows the
approximate location of the picture relative to the racks. Roughly speaking, the pictures are about 12
inches from the server faces in the x-direction (normal to the server face). The location in the z-
direction (parallel to the server faces from left to right) is shown by the depth of field approximation
in Figure 4-5. Bubbles that seemed to be representative of most of the bubbles in each picture were
chosen for the airspeed calculations. The calculated bubble velocities show great agreement (2
percent difference) with the experimental quantitative data collected for data points 1 f, 2f and 3f, see
Table 4-7 for a comparison.
Picture velocity calculations
Picture # (1) (2) (3)
1.47 1.08 0.80
1.01 1.06 0.91
0.90 1.14 1.01
1.00 0.98 1.10
1.18 0.81 1.25
1.24 1.26 1.04
Average 1.07
Experimental velocity readings
Point if 2f 3f
1.07 1.30 0.76
Average 1.04
Table 4-7: Calculated bubble velocities and experimental data comparison in m/s at 14 inches
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Figure 4-9: Picture (1) of bubbles in Zone 1, about 14 inches above the raised-floor
Figure 4-10: Picture (2) of bubbles in Zone 1, about 14 inches above the raised-floor
Figure 4-11: Picture (3) of bubbles in Zone 1, about 14 inches above the raised-floor
Observations and Data at 38 inches
Figure 4-12 shows the location of the data collection points at 38 inches above the raised-floor.
An 8-point traverse of data points was obtained at this level.
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Figure 4-12: Plan-view of the 38-inch data collection point locations
The data points were located in the half of the perforated tiles closest to the rack to avoid the
unsteady flow observed in the space above the other half of the perforated tiles at the higher levels.
The unsteady flow at these higher levels result in the airflow patterns observed in Zone 3.
At each data collection point, a hot-wire anemometer was used to obtain averaged y-velocity
readings every two seconds over a span of five minutes. The results are shown in Figure 4-13. The
mean velocities are bolded, and the standard deviations of the averaged two-second readings are
italicized; both have units of meters per second.
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Figure 4-13: Overview of the 38-inch point velocities and standard deviations in m/s
The high velocities are still noticed in the jet flow region (points 1'd' and 2'd') at 38 inches above
the floor as seen in Figure 4-13.
The following three figures are pictures of bubbles that have been entrained by the jet flow
region shown in Figure 4-3. A diagram in the upper right corner of each picture shows the
approximate location of the picture relative to the racks. Roughly speaking, the pictures are about 12
inches from the server faces in the x-direction (normal to the server face). The location in the z-
direction (parallel to the server faces from left to right) is shown by the depth of field approximation
in Figure 4-5. Bubbles that seemed to be representative of most of the bubbles in each picture were
chosen for the airspeed calculations. Although some of the peak calculated bubble velocities are
close to the experimental readings, overall they show mediocre agreement (30 percent difference)
with data points 1'd' and 2'd', see Table 4-8 for a comparison. This difference might be because the
depth of field was actually located in between the d' points and the c' points.
Picture velocity calculations
Picture # (1) (2) (3)
0.50 0.57 0.33
0.69 0.55 0.57
0.73 0.59 0.69
0.72 0.71 0.74
0.90 0.75 0.65
0.73 0.98 0.55
0.90 0.73 0.96
0.70 0.73 0.74
0.86 0.91 0.70
Average 0.71
Experimental velocity readings
Point 1'd' 2'd'
0.90 1.04
Average 0.97
Table 4-8: Calculated bubble velocities and experimental data comparison in m/s at 38 inches
Figure 4-14: Picture (1) of bubbles in Zone 1, about 38 inches above the raised-floor
Figure 4-15: Picture (2) of bubbles in Zone 1, about 38 inches above the raised-floor
Figure 4-16: Picture (3) of bubbles in Zone 1, about 38 inches above the raised-floor
Observations and Data at 66 inches
Figure 4-17 shows the location of the data collection points at 66 inches above
An 8-point traverse of data points was obtained at this level.
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the raised-floor.
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Figure 4-17: Plan-view of the 66-inch data collection point locations
At each data collection point, a hot-wire anemometer was used to obtain averaged y-velocity
readings every two seconds over a span of five minutes. The results are shown in Figure 4-18. The
mean velocities are bolded, and the standard deviations of the averaged two-second readings are
italicized; both have units of meters per second.
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Figure 4-18: Overview of the 66-inch point velocities and standard deviations in m/s
The high velocities are still noticed in the jet flow region (points 1'd' and 2'd') at 66 inches above
the floor as seen in Figure 4-18.
The following three figures are pictures of bubbles that have been entrained by the jet flow
region shown in Figure 4-3. A diagram in the upper corner of each picture shows the approximate
location of the picture relative to the racks. Roughly speaking, the pictures are about 12 inches from
the server faces in the x-direction (normal to the server face). The location in the z-direction (parallel
to the server faces from left to right) is shown by the depth of field approximation in Figure 4-5.
Bubbles that seemed to be representative of most of the bubbles in each picture were chosen for the
airspeed calculations. The calculated bubble velocities show good agreement (12 percent difference)
with the experimental quantitative data collected for data points 1'd' and 2'd', see Table 4-9 for a
comparison.
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Picture velocity calculations
Picture # (1) (2) (3)
0.46 0.61 0.61
0.46 0.59 0.41
0.90 0.75 0.36
0.58 0.43 0.79
0.64 0.43 0.35
0.60 0.49 0.88
0.62 0.53
0.55 0.88
0.50
Average 0.58
Experimental velocity readings
Point 1ld' 2'd'
0.58 0.74
Average 0.66
Table 4-9: Calculated bubble velocities and experimental data comparison in m/s at 66 inches
Figure 4-19: Picture (1) of bubbles in Zone 1, about 66 inches above the raised-floor
Figure 4-20: Picture (2) of bubbles in Zone 1, about 66 inches above the raised-floor
Figure 4-21: Picture (3) of bubbles in Zone 1, about 66 inches above the raised-floor
4.3 Zone 2
Zone 2 was the region above the racks and is shown in Figure 4-2. Like Zone 1, both qualitative
observations were made and quantitative data were obtained in Zone 2.
Velocity data in the positive x-direction (parallel, from the back to the front of the racks) were
collected in Zone 2 at three different levels. The x-location of the data points was 12 inches from
the back edge of the racks and is approximated by the points in Figure 4-2. Each level had four data
points, for a total of 12 points. The lowest level was 7 inches, the middle level was 14 inches and the
highest level was 21 inches above the top of the racks. The total distance from the top of the racks
to the ceiling was 28 inches.
4.3.1 Qualitative Observations
Small, neutrally-buoyant bubbles were used to observe the airflow patterns in Zone 2. Jet flow
behavior was observed in one particular region of the space as specified in Figure 4-22. A jet flow
region is a region with significantly higher velocities than its adjacent regions. This interesting airflow
pattern was due to the jet flow behavior from Zone 1. When the air in the jet flow region from
Zone 1 approached the ceiling, it would swirl to the other side of the space above the rack. An
example of the airflow behavior can be seen in Figure 4-23.
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Figure 4-22: Front-view of jet flow region above the racks
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Figure 4-23: Example of the
Id
swirl behavior noticed by the bubbles in Zone 2
4.3.2 Quantitative Data
Figure 4-24 shows the location of the data collection points above the racks. A 12-point traverse
of data points was obtained at this level.
Figure 4-24: Front-view of the Zone 2 data collection point locations
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At each data collection point, a hot-wire anemometer was used to obtain averaged x-velocity
readings every two seconds over a span of five minutes. The results are shown in Figure 4-25. The
mean velocities are bolded, and the standard deviations of the averaged two-second readings are
italicized; both have units of meters per second. Also, the positive x-direction is perpendicular to the
server faces, such that a negative x-velocity reading signifies that the air is moving from the front of
the server to the back of the server.
Figure 4-25: Front-view of the Zone 2 data collection point velocities
As seen in Figure 4-25, the quantitative data confirms the presence of the jet flow region
observed with the bubbles with points 4w, 5w and 6w.
4.4 Zone 3
Zone 3 was the region from the edge of perforated tiles to the wall. This region was included
because of the presence of large vortices. A vortex is a circular or rotating flow pattern. Vortices
tend to be unsteady and a clear indication of turbulent flow. Because of their unsteady
characteristics, quantitative data was not obtained; instead, only the qualitative observation of
bubbles was collected in this region.
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Air was released from the perforated tiles into Zone 1 with a high velocity. The high-velocity
region in Zone 1 entrained air from the low-velocity region in Zone 3. As a result, vortices were
created, noticed in the experimental space and exemplified in Figure 4-26.
Figure 4-26: Example of the vortices observed by the bubbles in Zone 3
Directional arrows were drawn on the streamlines in Figure 4-26 to show the rotational direction
of the vortices. Although the airflow paths observed by the bubbles were not as smooth as the
streamlines shown in Figure 4-26, the bubbles did follow the same general trend.
4.5 Server AT
Temperature data at the inlets and outlets of some servers were obtained. Section 3.5.2 showed
that each server generated a different amount of heat; however, the power meter values were
averaged and a uniform heat flux was applied to the CFD model. Because of this, an average of the
temperature readings from the experimental space is detailed enough for an adequate comparison.
Table 4-10 shows the summarized data and that the AT through the servers was about 5 degrees
Kelvin.
Average Temperature (K) Standard Deviation (K)
Server Inlet 284.0 0.49
Server Outlet 288.9 1.13
AT 4.9
Table 4-10: Server inlet and outlet experimental temperature data
Chapter 5: CFD / Experimental Comparison
5.1 Introduction
Airflow patterns in a data center environment are complex and not intuitive. As a result, in order to
have confidence that the CFD model is predicting the right airflow patterns, the airflow patterns
must be validated. Validation is accomplished by comparing the results of a CFD model with
experimental data.
Typically, an above-plenum CFD model is validated with temperature data only; however,
temperature-only validation does not confirm the accuracy of the airflow patterns in the model.
Since this thesis is focused on the airflow patterns above the plenum, a more robust above-plenum
CFD model validation process for airflow patterns has been developed. This chapter shows, by
example, the value of the unique validation techniques utilized in this process.
5.1.1 Overview of Comparison
Three different CFD models were compared to the experimental data. The velocity inlet
boundary conditions were the only boundary condition values that changed between the models.
Model #1 assumed that the velocity inlet boundary condition values were uniform. The velocity
inlet boundary conditions in Model #2 were chosen to yield good agreement with the y-velocity
experimental data points at 14 inches above the floor. The velocity inlet boundary conditions for
Model #3 were determined using the full breadth of observations and data available from the
experimental space.
The results from each model were compared to the experimental data.
5.1.2 Comparison Tools
Three post-processing tools were used for the comparison: points, planes and streamlines. A
point specifies a particular location in the CFD model where data can be acquired. A plane is a 'slice'
of the flow field that can be used to examine data. A streamline is a line that follows the path of fluid
flow; in other words, streamlines show the airflow patterns.
Points
Points were created in the CFD model to
experimental space.
correspond with the data points collected in the
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Figure 5-1: Profile-view of point locations in the CFD model
YFigure 5-2: Another view of point locations in the CFD model
The point values in the CFD model were compared to the experimental data by looking at their
absolute difference, which is the absolute value of the difference between the numbers. The absolute
difference formula can be written as,
Absolute Difference = IXcfdvalue - Xexp _yalue 1 [5.1]
The absolute difference approach was chosen to compare the values because some of the
velocity measurements were very slow (e.g. 0.03 m/s). Using a typical ratio, or percentage,
comparison would place these slow velocities in the denominator of the ratio, which could
potentially yield extremely large percent differences that are not representative of how close the two
values truly were.
Planes
Four planes were used to compare the results of the CFD models with the experimental data:
PlaneA, PlaneB, PlaneC and PlaneD. PlaneA was located 14 inches above the raised-floor in the
inlet area. PlaneB was located 38 inches above the raised-floor in the inlet area. PlaneC was located
66 inches above the raised-floor in the inlet area. And, PlaneD, the only vertical plane, was located
above the racks 12 inches from the back edge of the racks. The plane locations can be seen in Figure
5-3.
Figure 5-3: Planes used for post-processing
Streamlines
Streamlines were created using CEI Ensight CFD 2.0 and were used to visualize the airflow
patterns. For each model, an invisible plane was created 1-inch above the velocity inlets and that
plane was used to release the emitted particles used to track and visualize the streamlines.
5.2 Model #1
Model #1 featured uniform inlet air velocities. The assumption that the velocities are uniform
through a 25 percent rated open area perforated tile is widely accepted to be the proper assumption.
However, this model had poor agreement when its airflow patterns were compared with the airflow
patterns observed in the experimental space.
Overall, the velocity distribution of the air maintained its uniformity at every point in the flow
path. The average absolute difference between the y-velocity and the x-velocity data points was
about 0.24 m/s and the total flow rate for was 0.427 m^3/s.
All of the velocity inlet boundary conditions for Model #1 were set at 3.75 m/s and 284 K.
5.2.1 Zone 1
In Zone 1, the quantitative data had moderate agreement, but the airflow patterns had poor
agreement. The airflow patterns had poor agreement primarily because no jet flow regions were
noticed.
Figure 5-4: Profile-view of the Model #1, Zone 1 streamlines
Model #1 Comparison at 14 inches
At the 14-inch level, the velocity distribution was approximately uniform.
Rack 1 Rack 2
a b c d e f
exp 1.07 1.00 1.17 0.68 0.61 1.07
1 sim 0.50 0.47 0.58 0.68 0.45 0.54 5"
abs A 0.57 0.52 0.60 0.00 0.16 0.55
exp 0.91 0.76 0.51 0.40 1.12 1.30
2 sim 0.70 0.64 0.64 0.80 0.60 0.67 10"
abs A 0.21 0.12 0.14 0.40 0.52 0.62
exp 0.73 0.53 0.61 0.40 0.88 0.76
3 sur 0.82 0.69 0.77 0.83 0.75 0.87 15"
absA 0.09 0.16 0.15 0.45 0.14 0.11
4" 12" 20" 28" 36" 44"
Figure 5-5: Model #1 y-velocity point comparison at 14 inches in m/s
The average absolute difference between the y-velocity data point values was 0.30 m/s. The
model did not predict any jet flow regions.
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Figure 5-6: Plan-view of 14-inch plane colored by its y-velocity distribution
The plane in Figure 5-6 shows the uniformity of the flow at 14 inches. The max velocity of 1.3
m/s was chosen because it is the max velocity of the experimental data at 14 inches.
Model #1 Comparison at 38 inches
At 38 inches, the velocity distribution is even more uniform than at 14 inches. Figure 5-7 shows
the comparison between the CFD results and the experimental data.
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exp 0.11 0.19 0.15 1.04
2' siW 0.41 0.42 0.42 0.38 12"
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Figure 5-7: Model #1 y-velocity point comparison at 38 inches in m/s
The average absolute difference is 0.33 m/s for the data points at 38 inches.
Figure 5-8: Plan-view of 38-inch plane colored by its y-velocity distribution
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Model #1 Comparison at 66 inches
The velocity distribution at 66 inches is uniform. This can be seen in Figure 5-9 and Figure 5-10.
RackI Radc2
a' b' c' d'
exp 0.37 0.26 0.11 0.58
1' sim 0.22 0.24 0.23 0.24 6"
abs A 0.15 0.02 0.13 034
exp 0.16 0.07 0.08 0.74
2' Si 0.24 0.25 0.25 0.24 12"
abs A 0.08 0.18 0.17 0.50
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Figure 5-9: Model #1 y-velocity point comparison at 66 inches in m/s
The average absolute difference is 0.19 m/s at 66 inches.
Figure 5-10: Plan-view of 66-inch plane colored by its y-velocity distribution
Model #1 Zone 1 Comparison Summary
The uniform velocity distribution was well-maintained at all three levels in Zone 1. This,
however, did not match well with the experimental data because the experimental data showed a
non-uniform velocity distribution in Zone 1.
5.2.2 Zone 2
Like Zone 1, the airflow patterns are uniform in Zone 2. The jet flow region noticed in the
experimental space above the racks is not seen in Model #1. Figure 5-11 shows a comparison
between x-velocities at the data collection points above the racks.
Figure 5-11: Model #1 x-velocity point comparison above the racks in m/s
The average absolute difference for the x-velocity data points is 0.12 m/s above the racks.
Although the average absolute difference seems reasonable, the velocity distribution shows poor
agreement.
The uniform airflow can also be seen in the plane colored by x-velocities shown in Figure 5-12.
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Figure 5-12: Front-view of the plane above the racks colored by its x-velocity distribution
Figure 5-13: Profile-view of the Model #1, Zone 2 streamlines
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Figure 5-14: Front-view of the Model #1, Zone 2 streamlines
Figure 5-14 is a front-view of the Zone 2 streamlines, which shows that Model #1 did not
predict the swirl airflow behavior noticed in the experiment in Zone 2.
5.2.3 Zone 3
Model #1 predicted the presence of vortices in Zone 3; however, the vortices are much smaller
than the vortices noticed in the experimental space. Figure 5-15 shows the streamlines for Zone 3
and, when compared to Figure 4-26, the vortices are clearly too small.
Figure 5-15: Profile-view of the Model #1, Zone 3 streamlines
5.2.4 Server AT
The AT of the servers of Model #1 showed great agreement with the experimental data. This
implies that the ratio between the server air flow rate and the heat generated by the server is the
same for the model and the experimental space.
Temperature (K)
Experiment Model #1
Average Server Inlet 284.0 284.0
Average Server Outlet 288.9 288.8
AT 4.9 4.8
Table 5-11: Server AT comparison for CFD Model #1
5.2.5 Model #1 Summary
Overall, Model #1 had poor agreement with the experimentally collected data. The velocity
distribution was uniform in the model and the experimental space clearly had a non-uniform velocity
distribution. Because of this discrepancy, a model was created to better predict the non-uniform
airflow patterns.
5.3 Model #2
In order to better account for the non-uniform velocity distribution, the velocity inlet boundary
conditions were adjusted so that Model #2 had good agreement with the 14-inch data points.
Although this model had great agreement at the 14-inch plane, the overall airflow pattern results had
poor agreement with the airflow patterns observed in the experimental space. The average absolute
difference between the y-velocity and the x-velocity data points was about 0.25 m/s and the total
flow rate for Model #3 was 0.456 m^3/s.
The velocity inlet boundary conditions are shown in Figure 5-16. It should be noted, though,
that a spot check was done of a number of random inlet holes in the experimental space and a
velocity larger than 4.5 m/s was not observed. Therefore, a velocity inlet value larger than 4.5 m/s is
outside the realistic range of velocities observed in the experimental space. This is mentioned
because some of the inlet values in Model #2 were outside the realistic range. This was allowed,
though, because the primary concern with setting the boundary conditions for Model #2 was to
have good agreement with the 14-inch data points.
Rack 1 Rack 2
Inlet Temperature = 284 K
D D D 4.5 45 45 3 4 42 5
5.00 4.75 4.75 4.25 3.25 4.25 4.25 5.50
4.25 4.25 4.25 3.75 3.50 4.25 4.25 5.50
E E E E E E E
3.75 3.75 3.75 3.25 2.75 4.25 4.50 3.25
3.75 3.50 3.50 3.50 3.00 3.75 4.00 3.75
Figure 5-16: Model #2 velocity inlet boundary conditions
5.3.1 Zone 1
The airflow patterns in Model #2 had good airflow pattern agreement in Zone 1. However, the
velocities were too high at the upper two data point levels (38-inch and 66-inch).
Figure 5-17: Profile-view of the Model #2, Zone 1 streamlines
Model #2 Comparison at 14 inches
Model #2 had very good agreement with the y-velocity data points at 14 inches. At this level, the
average absolute difference in y-velocities was 0.11 m/s.
Figure 5-18: Model #2 y-velocity point comparison at 14 inches in m/s
The jet flow region is clearly predicted by the model as seen in Figure 5-18 and Figure 5-19.
Figure 5-19: Plan-view of 14-inch plane colored by its y-velocity distribution
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Rack I Rack 2
a b c d e f
exp 1.07 1.00 1.17 0.68 0.61 1.07
1 sim 1.13 1.02 0.90 0.45 0.76 1.24 5"
abs A 0.06 0.02 0.27 0.23 0.15 0.18
exp 0.91 0.76 0.31 0.40 1.12 1.30
2 sim 0.86 0.77 0.62 0.48 0.94 1.11 10"
abs A 0.05 0.02 0.12 0.08 0.18 0.19
exp 0.73 0.53 0.61 0.40 0.88 0.76
3 si, 0.84 0.64 0.67 0.41 0.93 0.83 15"
abs A 0.11 0.11 0.05 0.00 0.05 0.07
4" 12" 20" 28" 36" 44"
. . .......  .................
Model #2 Comparison at 38 inches
At 38 inches, the y-velocities of the model data points are generally too high when compared to
the experimental data. However, the velocity distribution shows good agreement with the
experimental data. Two jet flow regions were noticed at this level and the average absolute
difference of the data points was 0.35 m/s.
RackI Ra&2
a' b' c' d'
exp 0.60 0.60 0.18 0.90
1' uin 1.10 0.74 0.61 1.16 6"
0.49 0.14 0.44 0.26
exp 0.11 0.19 0.15 1.04
2' uiw 0.81 0.51 0.53 0.94 12"
ak A 0.70 0.52 0.58 0.11
6" 18" 30" 42"
Figure 5-20: Model #2 y-velocity point comparison at 38 inches in m/s
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Figure 5-21: Plan-view of plane at 38 inches colored by its y-velocity distribution
Model #2 Comparison at 66 inches
At 66 inches, the y-velocities of the model data points are still too high when compared to the
experimental data. However, the velocity distribution shows moderate agreement with the
experimental data. Two jet flow regions were noticed at this level and the average absolute
difference of the data points was 0.32 m/s.
RackI Radc2
a' b c' d'
exp 0.37 0.26 0.11 0.38
1 sim 0.94 0.49 0.45 0.96 6"
abs A O.58 0.23 035 0.38
exp 0.16 0.07 0.08 0.74
2 sif 0.63 0.30 0.28 0.59 12"
abs A 0.47 0.22 0.20 0.15
6" 18" 30" 42"
Figure 5-22: Model #2 y-velocity point comparison at 66 inches in m/s
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Figure 5-23: Plan-view of 66-inch plane colored by its y-velocity distribution
Model #1 Zone 1 Comparison Summary
Model #2 had good agreement in Zone 1 at the 14-inch level. Overall, though, the air velocities
predicted by the model for Zone 1 were too high. Also, two jet flow regions were noticed while the
experimental space had one jet flow region.
5.3.2 Zone 2
The airflow patterns in Zone 2 have poor agreement with the airflow patterns observed in the
experimental space. This is most likely the result of the second jet flow region predicted by the
model. The airflow from the jet regions from Zone 1 in Model #2 swirled inward as it approached
the ceiling. This airflow behavior can be seen in Figure 5-24.
Figure 5-24: Front-view of the Model #2, Zone 2 hand-drawn streamlines example
The jet flow regions counteracted each other and ultimately produced a symmetric airflow
pattern above the space. Figure 5-25 shows the airflow distribution above the racks.
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Figure 5-25: Front-view of an above the rack plane colored by its x-velocity distribution
w x y 2
exp -0.27 -0.15 -0.17 -0.26
6 sim -0.42 -0.50 -0.48 -0.38 21"
abs A 0.15 0.35 0.31 0.12
exp -0.22 -0.05 -0.11 -0.05
5 sim -0.02 -0.39 -0.41 -0.09 14"
abs A 0.20 0.33 0.30 0.04
exp -0.28 -0.11 -0.08 -0.03
4 siy 0.04 -0.30 -0.35 -0.05 7"
abs A 0.32 0.19 0.27 0.02
6" 18" 30" 42"
RackI Radc2
Figure 5-26: Model #2 x-velocity point comparison above the racks in m/s
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5.3.3 Zone 3
Model #2 had great agreement in Zone 3 with the experimental data. Large vortices are
observed in the model's results and depicted in Figure 5-27.
Figure 5-27: Profile-view of the Model #2, Zone 3 streamlines
5.3.4 Server AT
The AT of the servers of Model #2 showed great agreement with the experimental data. This
implies that the ratio between the server air flow rate and the heat generated by the server is the
same for the model and the experimental space.
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Temperature (K)
Experiment Model #2
Average Server Inlet 284.0 284.0
Average Server Outlet 288.9 288.8
AT 4.9 4.8
Table 5-12: Server AT comparison for CFD Model #2
5.3.5 Model #2 Summary
Despite good agreement at 14 inches in Zone 1, the velocities had a moderate distribution
because two jet flow regions (instead of one) were noticed and the y-velocities were generally too
high. The two jet flow regions caused some strange airflow patterns above the racks. This was not
surprising because the airflow patterns above the racks are dictated by the total flow rate coming out
of the tiles since the racks demand the same amount of air for each model. Given that some of the
initial velocity values were outside of the possible range of values (<4.5 m/s), it was no surprise that
the total flow rate was too high for this model and that the airflow patterns above the racks had
poor agreement with the experimental data.
5.4 Model #3
Model #3 utilized a more holistic approach to determine what the proper boundary conditions
should be. This approach was a combination of the experimental velocity distribution at 14 inches,
the range of velocity readings acquired from the perforated tile inlet holes and the airflow patterns
noticed in front of and above the racks to determine its velocity inlet boundary conditions. As a
result, Model #3 showed the best overall agreement with the experimental space.
The average absolute difference between the y-velocity and the x-velocity data points was about
0.20 m/s and the total flow rate for Model #3 was 0.420 m^3/s. The velocity inlet boundary
conditions are shown in Figure 5-28.
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Figure 5-28: Model #3 velocity inlet boundary conditions
5.4.1 Zone 1
Overall, Zone 1 had good overall agreement with the experimental space.
Model #3 Comparison at 14 inches
Model #3 had good agreement with the y-velocity data points at 14 inches. At this level, the
average absolute difference in velocities was 0.22 m/s.
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Rack 1 
Rack 2
a b c d e f
exp 1.07 1.00 1.17 0.68 0.61 1.07
sim 1.01 0.89 1.07 0.70 0.43 0.93 5"
abs A 0.06 0.11 0.10 0.05 0.18 0.14
exp 0.91 0.76 0.51 0.40 1.12 1.30
2 sim 0.56 0.60 0.56 0.74 0.61 1.05
abs A 0.35 0.16 0.05 0.53 0.52 0.25
exp 0.73 0.53 0.61 0.40 0.88 0.76
3 siW 0.43 0.44 0.46 0.72 0.55 1.22
abs A 0.30 0.10 0.15 0.32 0.33 0.47
10"
15"1
T4" 12  20" 28" 36" 44"
Figure 5-29: Model #3 y-velocity point comparison at 14 inches in m/s
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Figure 5-30: Plan-view of 14-inch plane colored by its y-velocity distribution
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I Rack 2
Model #3 Comparison at 38 inches
At 38 inches, the y-velocity distribution was similar between the model and the experimental
data, but there seems to be two jet flow regions. The average absolute difference of the data points
was 0.26 m/s.
Figure 5-31: Model #3 y-velocity point comparison at 38 inches in m/s
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Rack1 Radc2
a' b' c' d'
exp 0.60 0.60 0.18 0.90
1' sim 0.94 0.70 0.73 0.91 6"
abs A 0.34 0.10 0.56 0.01
exp 0.11 0.19 0.15 1.04
2' siW 0.47 0.36 0.56 0.90 12"
abs A 0.36 0.17 0.41 0.15
6" 18" 30" 42"
Figure 5-32: Plan-view of 38-inch plane colored by its y-velocity
...... ......
Model #3 Comparison at 66 inches
At 66 inches, the y-velocity distribution was similar between the model and the experimental
data. There is just one prominent jet flow region at this level and the average absolute difference is
0.17 m/s.
RackI Radc2
a' b' d'
exp 0.37 0.26 0.11 0.58
1' sim 0.68 0.29 0.51 0.81 6"
abs A 0.51 0.03 0.40 0.24
exp 0.16 0.07 0.08 0.74
2' soW 0.00 0.03 0.28 0.72 12"
abs A 0.15 0.04 0.20 0.02
6" 18" 30" 42"
Figure 5-33: Model #3 y-velocity point comparison at 66 inches in m/s
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Figure 5-34: Plan-view of 66-inch plane colored by its y-velocity distribution
5.4.2 Zone 2
Model #3 does a good job predicting the location of the jet flow region in Zone 2.
ill
.............
w x y 2
exp -0.27 -0.13 -0.17 -0.26
6 sim -0.35 -0.41 -0.40 -0.39 21"
abs d 0.08 0.26 0.24 0.14
exp -0.22 -0.05 -0.11 -0.05
5 sim -0.36 -0.35 -0.25 -0.01 14"
abs A 0.14 0.29 0.14 0.04
exp -0.28 -0.11 -0.08 -0.03
4 siW -0.20 -0.21 -0.18 0.06 7"
abs L1 0.08 0.10 0.09 0.09
6" 18" 30" -42"
Rack I Rac 2
Figure 5-35: Model #3 x-velocity point comparison above the racks in m/s
Figure 5-36: Front-view of an above the rack plane colored by its x-velocity distribution
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5.4.3 Zone 3
Model #3 had good agreement with the experimental space in Zone 3 as large vortices were
observed.
Figure streamlines
5.4.4 Server AT
The AT of the servers of Model #3 showed great agreement with the experimental data. This
implies that the ratio between the server air flow rate and the heat generated by the server is the
same for the model and the experimental space.
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Temperature (K)
Experiment Model #3
Average Server Inlet 284.0 284.0
Average Server Outlet 288.9 288.8
AT 4.9 4.8
Table 5-13: Server AT comparison for CFD Model #3
5.4.5 Model #3 Summary
Model #3 has the best overall agreement with the experimental space.
A comparison of Model #2 and Model #3 shows that small differences in boundary conditions
can lead to huge errors in the airflow patterns predicted by CFD. The velocity distribution is,
generally speaking, similar at the inlet tiles and at the 14-inch level; however, the servers require the
same amount of air in each model and so the excess flow rate in Model #2 creates flow patterns in
the CFD model that were not observed in the experimental space.
Table 5-14 shows a side-by-side comparison of the velocity inlet boundary conditions for Model
#2 and Model #3. The table shows that modest changes in the velocity inlet boundary conditions of
a model can yield substantially different airflow patterns.
Inlet Velocities (m/s)
Type Face Name Model #2 Model #3
Velocity Inlet inletla 5.00 4.50
Velocity Inlet inletib 4.75 4.50
Velocity Inlet inlet1c 4.75 4.50
Velocity Inlet inlet1d 4.25 4.50
Velocity Inlet inletle 4.25 3.50
Velocity Inlet inletlf 4.25 3.50
Velocity Inlet inlet1g 4.25 3.50
Velocity Inlet inlet1h 3.75 3.50
Velocity Inlet inletli 3.75 3.00
Velocity Inlet inletlj 3.75 3.50
Velocity Inlet inletlk 3.75 3.50
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Velocity Inlet inlet1m 3.75 3.00
Velocity Inlet inlet1n 3.50 3.00
Velocity Inlet inletio 3.50 3.00
Velocity Inlet inlet1p 3.50 3.00
Velocity Inlet inlet2a 3.25 3.50
Velocity Inlet inlet2b 4.25 3.50
Velocity Inlet inlet2c 4.25 4.00
Velocity Inlet inlet2d 5.50 4.50
Velocity Inlet inlet2e 3.50 3.50
Velocity Inlet inlet2f 4.25 3.50
Velocity Inlet inlet2g 4.25 4.00
Velocity Inlet inlet2h 5.50 4.50
Velocity Inlet inlet2i 2.75 3.50
Velocity Inlet inlet2j 4.25 3.50
Velocity Inlet inlet2k 4.50 4.00
Velocity Inlet inlet2l 3.25 4.50
Velocity Inlet inlet2m 3.00 3.00
Velocity Inlet inlet2n 3.75 3.00
Velocity Inlet inlet2o 4.00 4.00
Velocity Inlet inlet2p 3.75 4.50
Average (m/s) 4 3.69
Flow Rate (m^3/s) 0.456 0.420
Table 5-14: Model #2 and Model #3 side-by-side inlet comparison
5.5 Overall Comparison Summary
The results of three CFD models were compared to the experimental data. Model #3, which
featured the most holistic use of the data collected from the experimental space to determine its
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Velocity Inlet inlet11 3.25 3.00
velocity inlet boundary conditions, had the best overall agreement with the data. In general, the
Model #1 and Model #2 had poor agreement with the airflow patterns in the experimental space.
A non-uniform velocity distribution was observed in the experimental space. This observation is
strange because it is generally accepted that the perforated tile resistance of a 25 percent rated open
area tile is large in the airflow path and, therefore, the flow through the tile is assumed to be
uniform. This assumption does not hold for this experimental space as the experimental data clearly
showed a non-uniform velocity distribution.
The non-uniform velocity distribution resulted in a jet flow region. The ability of each model to
predict the jet flow region well was a primary research interest. The only model to accurately predict
the airflow patterns in the entire flow path was Model #3. No jet flow region was noticed for Model
#1 because it had a uniform velocity distribution; and, although Model #2 did a good job predicting
the non-uniform velocity distribution in Zone 1, the overall flow rate was too high and the airflow
patterns above the racks were not predicted well.
Model #3 did the best job predicting the airflow patterns observed in the experimental space.
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Chapter 6: Summary, Conclusions and Future Work
6.1 Summary
Above-plenum CFD models are typically validated only using point temperature measurements.
However, temperature-only CFD validation does not confirm the accuracy of the airflow patterns.
As a result, better validation techniques are needed to properly verify the airflow patterns of CFD
models. New validation techniques were introduced in this thesis using an experimental space and a
CFD model of the space.
An experimental space with two racks was created to emulate a hot-aisle and cold-aisle data
center cooling airflow configuration. Qualitative and quantitative data were collected in the space.
The qualitative data was primarily obtained by the observation of small, neutrally-buoyant bubbles in
the airflow paths. The quantitative data was primarily obtained by using a hot-wire anemometer for
velocity and temperature measurements.
A CFD model, with three different sets of velocity inlet boundary conditions, was created of the
experimental space. The boundary conditions were determined from the experimental space. The
results of the three CFD models were compared to the airflow pattern data and observations
collected from the experimental space.
Three CFD models were compared to the experimental data. The velocity inlet boundary
conditions of Model #1 were uniform. The velocity inlet boundary conditions of Model #2 were
non-uniform and picked to have great agreement with the velocity data measurements located 14
inches above the inlet tiles. The velocity inlet boundary conditions of Model #3 were non-uniform
as well but the flow rate was more realistic in Model #3 than Model #2. Overall, Model #3 had the
best agreement with the airflow patterns in experimental space.
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6.2 Conclusions
A validation process that only utilizes temperature data is inadequate for the verification of data
center airflow patterns in a CFD model. To have confidence in the airflow pattern predictions of a
CFD model, new airflow-focused validation techniques should be utilized.
This thesis introduced two airflow-focused validation techniques for data centers: the use of
bubbles to visualize the airflow patterns and traverses of velocity measurements in the flow path.
Neutrally-buoyant bubbles, or other flow visualization techniques, are a great way to help identify
flow patterns not seen from point velocity measurements. And, traverse velocity measurements are
critical to determine the velocity distribution in the flow path.
The overall flow patterns predicted by a CFD model are very sensitive to the inlet boundary
conditions. As a result, it is important to ensure that an accurate assessment of the airflow patterns is
acquired. These techniques were crucial in this assessment process. In short, these techniques
proved to be invaluable for choosing the proper boundary condition and validating the airflow
patterns in the CFD model.
6.3 Future Work
Although this thesis concludes that there are notable benefits for using airflow-focused validation
techniques to confirm the airflow patterns in a CFD model, the benefit of using these techniques for
different cooling scenarios are still unknown. Using the techniques for the validation of CFD
models for some of the following scenarios would be useful endeavors:
1) Supply less air (under-provision) than what the servers demand, mandating recirculation
2) Drastically imbalance tile flow rates
3) Examine other physical configurations (larger space, more racks, allow recirculation, etc.)
In addition, research should be done to confirm the true nature of airflow through perforated
tiles and whether or not the assumption that the velocity is uniform through a perforated tile with a
high resistance.
In general, more work is needed to improve the validation process and increase the researcher's
confidence that CFD models are accurately predicting the airflow patterns in data centers.
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